6”

three inches = one foot

one and one half inches = one foot
6”

one foot

0

one inc’h
6

three quarters inch = one foot
6”

one foot

one half inch

one foot

three eighths inch

one quarter inch = one foot

GENERAL NOTES: NOTES:

A.  ALL EQUIPMENT AND DRIP STATION CONDENSATE PIPING DRAINS (THIS SHEET ONLY)
TO FLOOR BELOW. SEE SHEET M103 FOR CONTINUATION.

3" S—70 STEAM PIPING DOWN FROM ROOF. PROVIDE 30 LB/HR DRIP
STATION AT BOTTOM OF 70 PSIG RISER.

4" S-90 STEAM PIPING UP TO ROOF. PROVIDE 50 LB/HR DRIP
STATION AT BOTTOM OF 90 PSIG RISER.

CONNECT BRANCH TO EQUIPMENT FROM TOP OF MAIN. MAKE
CONNECTION TO EQUIPMENT AS REQUIRED BY MANUFACTURER. AS A
MINIMUM PROVIDE STRAINER AND ISOLATION VALVE.

@ CONNECT TO STEAM WAND AS DETAILED ON SHEET M502.
@ PROVIDE 30 LB/HR END OF MAIN DRIP AT THIS LOCATION.

PROVIDE EQUIPMENT STEAM CONDENSATE TRAP AND DRAIN
CONNECTION AS REQUIRED BY EQUIPMENT MANUFACTURER AS A
MINIMUM PROVIDE STRAINER, TRAP CHECK VALVE AND ISOLATION
VALVE.

(7) PROVIDE %" BALL VALVES FOR ISOLATION AND DRAIN VALVES WITH
HOSE THREADED CONNECTIONS WITH SCREW—ON GASKETED CAP ON
HWS /HWR.

25" HWS/HWR PIPING UP IN NEW CHASE.

@ @ @ @ @ @ @ @ @ PROVIDE INDICATED TERMINALS OR REHEAT COIL WITH 3—-WAY HEATING
CONTROL VALVE AS DETAILED. ALL OTHER UNITS NOT IDENTIFIED WITH
' ' ' ' ' ' ' ' ' ' THIS NOTE SHALL BE CONTROLLED BY 2-WAY PRESSURE
INDEPENDENT CONTROL VALVE AS SPECIFIED.

PROVIDE HVAC SYSTEM TIMED OVERRIDE SWITCH AT THIS APPROXIMATE
LOCATION 60" AF.F.. SWITCH SHALL CONTAIN A SWITCH AND AN LCD
OR LED INDICATION SHOWING THE SYSTEMS OPERATING AS OCCUPIED
OR UNOCCUPIED. SEE CONTROLS.

@ PROVIDE HEATING WATER SYSTEM DIFFERENTIAL PRESSURE SENSOR AT
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